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GENERAL NOTES

1. "0.0." INDICATES DELAY OUTPUT LOOP DETECTOR.

2. CONTRACTOR SHALL PULL BACK THE NORTHBOUND
AND WESTBOUND 2 CONDUCTOR ALUMINUM SHIELDED
CABLES AND 12 PAIR CABLE FROM EXISTING
CABINET AND REROUTE INTO PROPOSED BASE
MOUNTED CONTROLLER CABINET,
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CONSTRUCTION DETAILS

Remaove and salvage existing pole mounted controller and cabinet. L. Cap and abandon existing conduit.
Disconnect power service wire at disconnect switch. M Rewire existing signal heads
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